With the large number of distributed generation (DG) access to the distribution network, the traditional distribution network with a single-supply radial structure has been transformed into an active distribution system (ADS) with source and bidirectional currents. This transformation makes the calculation of the power supply capacity (PSC) of the ADS face new challenges, and the uncertainty of the DG output increases the difficulty in calculating the PSC. At the same time, the power market transaction check needs to meet the safety constraints of the distribution network operation, and is required to know the PSC information of the ADS more quickly and accurately. Therefore, in order to quickly evaluate the PSC of the ADS, this paper proposes a fast evaluation method of the PSC based on the DG output rolling prediction and the information gap decision theory (IGDT). The method first establishes a rolling prediction model of the DG output, and calculates the PSC of the ADS at the corresponding time. Next, it establishes a risk avoidance model (RAM) and a risk speculation model (RSM) for the PSC of the ADS based on the IGDT. These models further calculate the probability of the range of the PSC at the corresponding time, so as to better evaluate the PSC of the ADS. Finally, the improved IEEE-14 node is used to verify that the model can consider the influence of the DG output uncertainty and quickly calculate the information of PSC.
Introduction
In recent years, the distributed generation (DG) industry has experienced rapid growth due to its broad prospects in addressing energy demand and environmental issues. After the explosive growth of China's photovoltaic industry in 2017, by the end of June 2018, the installed capacity of photovoltaic power generation in the country reached 154.51 million kilowatts, of which distributed photovoltaics were 41.9 million kilowatts, and the cumulative grid-connected capacity reached 171.6 million kilowatts [1]. In the "Clean Energy Absorption Action Plan" document issued by China, the decentralized and distributed renewable energy development is clearly prioritized, hence, the penetration rate of the DG on the distribution network side will continue to increase.
The uncertainty and volatility of the DG output lead to frequent changes in the operating state of the active distribution system (ADS). With the increase of the proportion of DG access, the safe and stable operation of the ADS faces greater challenges. At present, there is much research on the ultimate transmission power of transmission lines in the transmission network, and they are relatively mature.
Hence, a robust decision-making scheme can be given according to the expected cost of the decision maker. This paper studies the problem of the output of the DG under the condition of ensuring the PSC. IGDT can solve this problem very well, so this paper introduces IGDT theory into the rapid evaluation of the PSC of the ADS. IGDT is divided into Risk Averse Strategy (RAS) and Risk Seeker Strategy (RSS), which provides decision makers with more choices. Because of its strong applicability, convenient use, and high computational efficiency when dealing with parameter uncertainties, the theory has been widely used in power systems. For example, Reference [14] , based on IGDT, studies the multi-source combined optimization unit commitment problem. Reference [15] , based on hybrid stochastic programming and IGDT, establishes a virtual power plant scheduling optimization model. Reference [16] proposes a three-phase optimal power flow algorithm based on IGDT. Reference [17] proposes a non-probabilistic IGDT model to model the uncertainties in short-term scheduling of a generation company. The self-scheduling problem is formulated for risk-neutral, risk-averse, and risk-seeker generation company.
In this paper, the IGDT is introduced into the rapid evaluation of the PSC to deal with the uncertainty of the DG output, to determine the corresponding relationship between the PSC of the ADS and DG output, and then to convert the calculating probability of the PSC range into the calculating probability of the corresponding DG output range. Firstly, this paper establishes the DG output rolling prediction model based on the similar day selection error correction. The DG output prediction value is used to calculate the corresponding PSC of the ASD through the repeated power flow method. Next, this paper establishes a IGDT-based PSC of the ADS rapid evaluation calculation model to calculate the DG output range corresponding to the PSC range, and perform probability calculation. Finally, the method is verified by example. The main contributions of this paper are highlighted as follows:
• Propose a DG output rolling prediction model based on similar day selection and error correction, which provides a basis for analyzing the PSC of the ADS. •
Using IGDT theory to extract the uncertainty of DG output, and quantify the impact of DG output on PSC.
DG Output Rolling Prediction Model Considering Error Correction Based on Similar Day Selection
Photovoltaic output is influenced by many factors, including fixed environmental factors such as geographical location and irradiation angle and variable environmental factors such as light intensity, temperature, humidity, and cloud amount, as well as factors related to the characteristics of the self-device such as conversion efficiency [18] . By analyzing the effect of different environmental factors on the photovoltaic power generation, the light intensity and temperature data that most significantly affect the photovoltaic power generation are selected as the criteria for selecting environmental factors for similar days. First, the prediction error probability density function is established by using the similar-day prediction error. Then, the prediction error density function based on the similar day is used for sampling to obtain the prediction fitting value on the forecast date. Finally, the final forecast value is obtained after the volatility analysis is sorted. The change of wind speed is the main factor that causes the change of wind power output. Therefore, this paper first defines a method based on wind similarity to obtain similar days. The following is a brief introduction to the prediction model using photovoltaics as an example.
Selection of Photovoltaic Similar Days
By analyzing the influence of different environmental factors on the photovoltaic power generation, the light intensity and temperature data with the most obvious influence on the photovoltaic power generation are selected as the environmental factors for the similar day selection. The selected daily weather feature vector (s i ) is: where: thi is the highest temperature on i-th day; tli is the lowest temperature on i-th day; lhi is the maximum light intensity on i-th day; lli is the minimum light intensity on i-th day. The s o represents the day to be predicted, and the similarity (Ss im ) between s o and the i-th historical day is [19] :
where: β j is the weight corresponding to each factor; ε is a relatively small number.
Determination of Fitting Value of DG Output Error Based on Similar Day and Error Correction
In this paper, the relative error of DG output prediction is used to describe the accuracy of wind power forecasting. The definition is shown in Equation (3).
where: δ wi is the relative error of the i-th predicted node; P wf,i and P wa,i are the predicted and actual values of the i-th predicted node. Through the error statistical analysis of the prediction of historical data, it is found that the appropriate single-peak probability density function can be selected to fit the distribution of relative error. According to the theory of probability statistics, the normal distribution function has good properties and can be used to approximate many probability distributions. Therefore, the normal distribution is used to estimate the error caused by wind power output forecasting. Next, the systematic sampling method is used to sample the compensation values for 96 time points.
Predictive Compensation Value Rolling Determination Based on Volatility Analysis

Generation of Compensation Values for DG Power Prediction Errors Based on Volatility Analysis
By analyzing the fluctuation direction of the short-term DG power prediction error and the regularity of the amplitude, the prediction method can be used to predict the trend of the error and generate the corresponding compensation value [20] .
During the fluctuation analysis, n samples from historical relative error (RE) data are applied to build up measuring standards for short-term estimation. The long-term variance is presented as σ 2 l and the critical value of the absolute slope of fitting straight-line is presented as k l :
where: k 1 and k 2 are the up and down critical value of one-sided probability interval determined by simulation model and probability level, respectively. Three RE values ahead of the forecast time are chosen to be short-term RE samples, and the calculation of the variance σ 2 s as well as the absolute slope of the fitting straight-line k s is done. The calculation results of the two variables indicate the investigation methods for RE fluctuation, which is shown in Table 1 . On the basis of estimated values of RE from investigation methods from Table 1 , the error compensation rule is formed. The threshold δ 0 is the boundary to divide big error and small error. By comparing RE estimated values δ i at the point i and δ i − 1 at point i − 1 to δ 0 , respectively, the compensation methods of estimated RE would be ascertained, as in Table 2 . 
Value Judgment
Compensation Methods
1 magnitude of the estimated values δ i > δ 0 and δ i − 1 < δ 0 1 magnitude of the estimated values δ i > δ 0 and δ i − 1 > δ 0 1/2 magnitude of the estimated values Based on fluctuation analysis, the sampling results are sequenced by compensation values. The sampling values closest to the compensation ones are elected to be the fitted values of relative error at corresponding time points, aiming to correct the forecast values of the DG output, and moreover, improve forecasting accuracy.
DG Output Rolling Prediction Model Based on Similar Day and Error Correction
This paper uses a historical day similar to the forecast date as a sample set of prediction error data. Then, using the volatility analysis, the closest correction value is selected as the next time correction value from the prediction error sample values, and the prediction result is corrected. The prediction method uses the Wavelet Neural Network (WNN) modified by Adaptive Dynamic Programming (ADP) correction link to predict the DG output, and uses the actual measurement data to update the WNN parameters to improve the prediction accuracy.
IGDT-Based PSC of ADS Rapid Evaluation Calculation Model
PSC Calculation Model
Objective Function
where: P L is the maximum active load that the distribution network can supply; N is the number of load points; P Li is the active load at load point i. 
Constraints
where: P Gi , P DGi and P Li are the active power of the generator, DG, and load at node i; Q Gi , Q DGi and Q Li are the reactive power of the generator, DG and load at node i; G ij and B ij are conductance and susceptance of the branch i-j; θ ij is the power angle between the node i and the node j; U i , U max i and U min I are the voltage at the node i and its upper and lower limits; I l and I max l are respectively the line l Current and its upper limit.
When the traditional PSC calculation model calculates the objective function value, it needs to determine both the active and reactive power at each node, and then solves the solution under the constraint condition through a certain calculation method. Therefore, the traditional calculation model cannot take into account the uncertainty of the DG output. For this reason, this paper introduces IGDT theory into the calculation model of the PSC, and deduce the uncertainty of the DG.
The Basic Theory of IGDT
IGDT is a mathematical optimization method for models with uncertain parameters [21] . Its role is to study the possible effects of uncertain parameters on the premise of meeting the preset targets. According to the preset goals, its impact can be divided into negative and positive. The corresponding models are called risk avoidance model (RAM) and risk speculation model (RSM). They correspond to two diametrically opposed values adopted by decision makers in the face of risk: One, considers that the existence of uncertain parameters will have a negative impact on the target expectations, and the other considers uncertain parameters to be favorable [22] .
Consider the following optimization model:
where: X is an uncertain parameter; d is a decision variable; B(X,d) is an objective function; H(X,d), G(X,d) are equality and inequality constraints. In IGDT theory, the uncertainty of the parameter X around the predicted value X can be described as follows:
where: α represents the fluctuation amplitude of uncertain parameters, α ≥ 0; U(α, X) means that the range of uncertainty parameter X deviating from the predicted value does not exceed α X .
In an uncertain environment, conservative decision makers usually maximize the unfavorable disturbances of uncertain parameters in order to ensure the achievement of a low-expectation goal. The aggressive decision-makers are more likely to seek the additional benefits of uncertainty. The mathematical model corresponding to the two strategies is as follows:
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where: B 0 is the objective function value when X is taken as X; β c , β o are deviation factors, which represent the degree of deviation of expected cost above or below B 0 ; for a given d, maxB(X,d) and minB(X,d) are functions of X. If the two changes with X can be explicitly determined, their concrete expression can be intuitively represented. Equation (13) is a RAM, which means that the decision value d obtained under the model can guarantee that the expected cost is not higher than B c for any disturbance X ∈ U(α, X). Equation (14) is a RSM, which means that for the decision value d obtained under this model, there is at least one X ∈ U(α, X), so that the expected cost is not higher than B o .
Application of IGDT in Power Supply Capacity Calculation Model
In this paper, maxP L is used as the objective function and P DGi is set as the uncertainty parameter. That is, corresponding to different deviation factors β c and β o , according to Equations (13) and (14), the corresponding P DGi fluctuation amplitude α can be solved. According to Equation (12), the DG output fluctuation range can be expressed as:
where: P w,t and P s,t are predicted values of wind farm and photovoltaic field output; α w,t and α s,t are corresponding fluctuation amplitudes, and their values are directly related to prediction error.
RAM for PSC Prediction
When the DG output is lower than the predicted value, the distribution network needs to transmit more power from the upper-level power grid, which will inevitably lead to a decrease in the maximum PSC of ADS. Therefore, in the RAM, in order to ensure that the PSC of the ADS is not lower than a certain lower limit, the DG output is calculated according to the following formula:
Since the objective function of this paper is the PSC, it is hoped that the PSC is as large as possible, and the IGDT theoretical objective function is the cost, and the smaller the cost, the better. Therefore, in the calculation process, the objective function is calculated as follows:
where: f is equivalent to parameter B in IGDT theory, so the calculation of f 0 is similar to the calculation of B 0 . f 0 is the negative value of the maximum PSC of the ADS when the DG output takes the predicted value. Under the RAM, the maximum value of the objective function should not be higher than Because IGDT has a single uncertainty coefficient of deviation as the objective function, it cannot be applied to the simultaneous processing of wind power and photovoltaic output uncertainty. This paper solves the above problems by giving different weights to the wind force output deviation coefficient.
where: α c w,t and α c s,t are the deviation coefficients of wind power and photovoltaic output respectively; k w,t and k s,t are the weights of the deviation coefficients, and their effects are the guiding model to obtain the alpha value that matches the actual error, so that the scheduling scheme is more reasonable and reliable. The greater the DG output, the greater the impact on the PSC of the ADS, hence, the weight coefficient is calculated according to the following formula:
Finally, the RAM that considers the uncertainty of DG output is as follows:
RSM for PSC Prediction
In the RSM, the decision makers are optimistic about the volatility of the DG output. Therefore, it can be considered that when the DG output is higher than the predicted output, the PSC of the ADS can be increased. Therefore, in the RSM, in order to ensure that the PSC of ADS may be higher than a certain upper limit, the DG output is calculated according to the following formula:
In the same way, the final RSM can be derived as:
DG Output Range Probability Calculation
The confidence interval estimation can quantify the change of the prediction result caused by the uncertainty factor, so that the actual observation value falls within the prediction interval corresponding to a certain confidence level. It can provide more information to decision makers and help them better understand the uncertainties and risks that may exist when the predicted value changes in the future.
Therefore, this paper uses the confidence interval estimation method to calculate the confidence of the predicted output in this interval after solving the wind power and PV output range, so as to quantify the results and provide more specific and powerful information for decision makers. The specific steps are as follows:
After obtaining the DG output range by IGDT-based PSC of the ADS rapid evaluation calculation model, this paper calculates the probability of the DG output range based on the DG output prediction error probability density function. The specific steps are as follows:
1.
Using the statistics of similar daily prediction errors performed in the prediction part, the prediction error probability density function is established; 2.
Calculate the fluctuation range of the DG output corresponding to the corresponding deviation factor by solving the IGDT model; 3.
Calculate the probability of the corresponding wind power and PV fluctuation amplitude. The weighted sum is the probability corresponding to the DG output range, that is, the probability of corresponding PSC deviation. Figure 1 shows the prediction error probability density function of wind power.
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1. Using the statistics of similar daily prediction errors performed in the prediction part, the prediction error probability density function is established; 2. Calculate the fluctuation range of the DG output corresponding to the corresponding deviation factor by solving the IGDT model; 3. Calculate the probability of the corresponding wind power and PV fluctuation amplitude. The weighted sum is the probability corresponding to the DG output range, that is, the probability of corresponding PSC deviation. Figure 1 shows the prediction error probability density function of wind power. 
Model Solving
By definition, the PSC of the ADS is equal to the total load supplied by the distribution network when a certain constraint condition is not met in the model. The most direct method is the repeat power flow method. The basic idea is: From the current operating point, according to a certain load growth mode, the system load is continuously increased and the power flow calculation is repeated to determine the system PSC [23] . In this paper, the variable step is used to solve the problem [24] . The particle swarm optimization algorithm was inspired by Eberhart and Kennedy in simulating a simplified social model. The idea stems from the organization of social behavior and the search for optimal solutions through inter-individual collaboration. The traditional particle swarm optimization algorithm can be found in the literature [25] [26] . In solving the PSC model of distribution network based on IGDT, this paper uses the improved particle swarm optimization algorithm to solve the problem. The calculation process is as follows: 
By definition, the PSC of the ADS is equal to the total load supplied by the distribution network when a certain constraint condition is not met in the model. The most direct method is the repeat power flow method. The basic idea is: From the current operating point, according to a certain load growth mode, the system load is continuously increased and the power flow calculation is repeated to determine the system PSC [23] . In this paper, the variable step is used to solve the problem [24] . The particle swarm optimization algorithm was inspired by Eberhart and Kennedy in simulating a simplified social model. The idea stems from the organization of social behavior and the search for optimal solutions through inter-individual collaboration. The traditional particle swarm optimization algorithm can be found in the literature [25, 26] . In solving the PSC model of distribution network based on IGDT, this paper uses the improved particle swarm optimization algorithm to solve the problem. The calculation process is as follows:
1.
DG output prediction. Based on historical data, rolling forecast for photo voltaic and wind power output.
2.
Calculation of PSC. Based on the predicted value of the DG output, the PSC value is calculated.
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3.
Set the deviation factors β c and β o , and calculate the fluctuation range of the DG output. When the PSC deviation is 0.005 and 0.01, the total deviation range of the DG output and the corresponding wind power and photo voltaic deviation range are calculated respectively by using the particle swarm optimization algorithm. The algorithm first generates a random solution about the fluctuation range of DG output; secondly, it calculates the corresponding deviation factor, and takes the difference between the corresponding deviation factor and the set deviation factor as the fitness function of the particle; thirdly, it finds the optimal solution and then proceeds to the next iteration. When the difference between the optimal deviation factor and the set deviation factor is less than the set value, the loop ends.
4.
Calculation of the probability of the DG output range. After solving the DG output fluctuation range, the probability of wind power and PV in the corresponding interval is calculated to provide more specific and powerful information for decision makers. The flow chart is shown in Figure 2 .
Energies. 2019, 12, 2223 10 of 17 1. DG output prediction. Based on historical data, rolling forecast for photo voltaic and wind power output. 2. Calculation of PSC. Based on the predicted value of the DG output, the PSC value is calculated. 3. Set the deviation factors βc and βo, and calculate the fluctuation range of the DG output. When the PSC deviation is 0.005 and 0.01, the total deviation range of the DG output and the corresponding wind power and photo voltaic deviation range are calculated respectively by using the particle swarm optimization algorithm. The algorithm first generates a random solution about the fluctuation range of DG output; secondly, it calculates the corresponding deviation factor, and takes the difference between the corresponding deviation factor and the set deviation factor as the fitness function of the particle; thirdly, it finds the optimal solution and then proceeds to the next iteration. When the difference between the optimal deviation factor and the set deviation factor is less than the set value, the loop ends. 4. Calculation of the probability of the DG output range. After solving the DG output fluctuation range, the probability of wind power and PV in the corresponding interval is calculated to provide more specific and powerful information for decision makers. The flow chart is shown in Figure 2 . 
Case Analysis
Parameters of Case
In order to verify the feasibility and effectiveness of the proposed model, this paper selects the historical output data and meteorological data of a wind farm and a photovoltaic power station for verification. Then the improved IEEE-14 node system is used for PSC evaluation. MATLAB is used for simulation calculation. Considering that the distribution network is normally operated in open-loop condition, this paper removes the three branches of 14, 15, and 16 to make the system a single-supply radiating network with 14 nodes and 13 branches. The structure is shown in Figure 3 .
In Figure 3 , node 1 is the balance node, and the rest are load nodes. The system reference capacity is 100 MVA and the reference voltage is 23kV. The thermal stability limit capacity is the upper limit of line power and the allowable range of voltage is 1±5%. 
Case Analysis
Parameters of Case
In Figure 3 , node 1 is the balance node, and the rest are load nodes. The system reference capacity is 100 MVA and the reference voltage is 23 kV. The thermal stability limit capacity is the upper limit of line power and the allowable range of voltage is 1 ± 5%. In addition to the fixed load, the DG of the connected distribution network includes: Wind power (WG) and photo voltaic (PV). The access conditions are shown in Table 3 . Table 3 . Connections of the "Units" of ADS. 2  500  WG  3  300  PV  4  300  PV  8 500 WG
Access node Access capacity/kW Access type
Result of Calculation Example
DG Output Prediction
According to the rolling prediction method, the predicted result is corrected by rolling correction. The actual value, initial predicted value, and rolling predicted value are compared and the comparison results are shown in Figure 4 and Figure 5 . In addition to the fixed load, the DG of the connected distribution network includes: Wind power (WG) and photo voltaic (PV). The access conditions are shown in Table 3 . Table 3 . Connections of the "Units" of ADS.
Access Node
Access Capacity/kW Access Type   2  500  WG  3  300  PV  4  300  PV  8 500 WG
Result of Calculation Example
DG Output Prediction
According to the rolling prediction method, the predicted result is corrected by rolling correction. The actual value, initial predicted value, and rolling predicted value are compared and the comparison results are shown in In addition to the fixed load, the DG of the connected distribution network includes: Wind power (WG) and photo voltaic (PV). The access conditions are shown in Table 3 . Table 3 . Connections of the "Units" of ADS. 2  500  WG  3  300  PV  4  300  PV  8 500 WG
Access node Access capacity/kW Access type
Result of Calculation Example
DG Output Prediction
According to the rolling prediction method, the predicted result is corrected by rolling correction. The actual value, initial predicted value, and rolling predicted value are compared and the comparison results are shown in Figure 4 and Figure 5 . As can be seen from Figure 4 and 5, the rolling prediction result is closer to the actual DG output value. In order to quantify the effect of the prediction, the root mean square error (RMSE), the mean absolute error (MAE), the mean absolute percentage error (MAPE), and the maximum relative error (ME) are respectively calculated for the direct prediction result and the error compensated prediction result [27] . The calculation formula of the indicator is: where: Yt is the predicted value; yt is the actual value; n is the number of predicted points. The data is shown in Table 4 and 5. Based on Figure 4 and 5, and Table 4 and 5, it can be seen that the sampling value of relative error fit distribution can effectively eliminate the extreme values appearing in the volatility analysis, the error divergence and over-compensation phenomenon can also be avoided. The volatility analysis has the ability to initially estimate the compensation value of the relative error. Based on the sampling error, the DG output prediction value can be accurately matched with the fitting relative error value, thereby achieving the compensation of the error and improving the prediction accuracy. As can be seen from Figures 4 and 5 , the rolling prediction result is closer to the actual DG output value. In order to quantify the effect of the prediction, the root mean square error (RMSE), the mean absolute error (MAE), the mean absolute percentage error (MAPE), and the maximum relative error (ME) are respectively calculated for the direct prediction result and the error compensated prediction result [27] . The calculation formula of the indicator is:
PSC Calculation
where: Y t is the predicted value; y t is the actual value; n is the number of predicted points. The data is shown in Tables 4 and 5 . Tables 4 and 5 , it can be seen that the sampling value of relative error fit distribution can effectively eliminate the extreme values appearing in the volatility analysis, the error divergence and over-compensation phenomenon can also be avoided. The volatility analysis has the ability to initially estimate the compensation value of the relative error. Based on the sampling error, the DG output prediction value can be accurately matched with the fitting relative error value, thereby achieving the compensation of the error and improving the prediction accuracy.
According to the predicted value of DG output, the prediction value of the 24-h PSC of ASD is calculated. And the PSC value of corresponding to actual DG output is as shown in Table 6 and Figure 6 . According to the predicted value of DG output, the prediction value of the 24-hour PSC of ASD is calculated. And the PSC value of corresponding to actual DG output is as shown in Table 6 and Figure 6 . In the table, the "Actual PSC" is calculated according to the actual DG output. The "Predicted PSC" is calculated according to the predicted DG output. In order to better show the relationship between the actual PSC and the predicted PSC, the actual PSC and the corresponding deviation range are compared with the predicted PSC, as shown in Figure 6 . It can be seen from Figure 6 that the predicted value of the PSC at most moments is within the range of deviation 0.005 of the actual PSC, indicating the feasibility of the PSC prediction method provided in this paper. In 5.2.3, the probability of the deviation range is further calculated and verified.
Probability Calculation of PSC Range and Verification
It can be seen from Figure 6 that the predicted PSC result is close to the actual PSC result, and the predicted PSC result is mainly concentrated within the range with deviation of 0.005. According to the predicted PSC value, the wind power and photo voltaic fluctuation range that meets the PSC deviation range are calculated. The calculation results are shown in Figure 7 In the table, the "Actual PSC" is calculated according to the actual DG output. The "Predicted PSC" is calculated according to the predicted DG output. In order to better show the relationship between the actual PSC and the predicted PSC, the actual PSC and the corresponding deviation range are compared with the predicted PSC, as shown in Figure 6 .
It can be seen from Figure 6 that the predicted value of the PSC at most moments is within the range of deviation 0.005 of the actual PSC, indicating the feasibility of the PSC prediction method provided in this paper. In 5.2.3, the probability of the deviation range is further calculated and verified.
It can be seen from Figure 6 that the predicted PSC result is close to the actual PSC result, and the predicted PSC result is mainly concentrated within the range with deviation of 0.005. According to the predicted PSC value, the wind power and photo voltaic fluctuation range that meets the PSC deviation range are calculated. The calculation results are shown in From Figure 7 and 8, the predicted value and the deviation range of the DG output at each time can be obtained. According to the model of this paper, when the DG output meets a certain deviation range, the corresponding PSC must also meet the corresponding deviation range. Therefore, the probability calculation of the PSC deviation range can be converted into the probability calculation of the corresponding DG output range. According to the calculated wind power and photo voltaic output range and the probability calculation method of this paper, the probability and actual situation corresponding to the 24-hour DG output are shown in Table 7 . From Figure 7 and 8, the predicted value and the deviation range of the DG output at each time can be obtained. According to the model of this paper, when the DG output meets a certain deviation range, the corresponding PSC must also meet the corresponding deviation range. Therefore, the probability calculation of the PSC deviation range can be converted into the probability calculation of the corresponding DG output range. According to the calculated wind power and photo voltaic output range and the probability calculation method of this paper, the probability and actual situation corresponding to the 24-hour DG output are shown in Table 7 . From Figures 7 and 8 , the predicted value and the deviation range of the DG output at each time can be obtained. According to the model of this paper, when the DG output meets a certain deviation range, the corresponding PSC must also meet the corresponding deviation range. Therefore, the probability calculation of the PSC deviation range can be converted into the probability calculation of the corresponding DG output range. According to the calculated wind power and photo voltaic output range and the probability calculation method of this paper, the probability and actual situation corresponding to the 24-h DG output are shown in Table 7 . According to the final result, it is found that the probability of the actual PSC which satisfies the predicted deviation range is greater than the calculated result. The calculation result of this model is the weighted sum of the probabilities of wind power and photovoltaic output range. However, in actual operation, when there is wind power or photovoltaic output exceeding the calculation range, the combined result may also make the PSC meet the deviation requirement. Therefore, the calculation result of the PSC range probability is conservative, which is smaller than the actual probability. However, when the deviation reaches 0.01, the probability value is larger, and the prediction model has higher precision. Therefore, this model has certain guiding significance for the parties in the spot market transaction to master the information of the PSC.
Conclusions
According to the method proposed in this paper, the PSC of the ASD can be quickly calculated, and the conservative probability of PSC fluctuation within a certain range is given, which provides necessary guidance information for the spot market parties.
